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Fiscal Year Summary by Case Type 

 
 
Injuries: 

 Division Category Case Date 
Date 

Entered Recordable Rx 
Medical ESH 

 ODD LDD ODD LDD 
 FE FNAL 08/13/2015 08/13/2015 Y  4 0 0 0  
 Medical Comments:  Employee was replacing a sump pump when the anchor failed causing 
the anchor and hook to hit the employee on the left side of the head and left hand. Employee 
was taken to Rush Copley ER by Fermilab Fire Dept. 6 staples were needed. 
ESH Comments: Individual was in the process of setting a new sump pump into the pit 
when the anchor (Hilti) failed. At the time of the failure the sump pump and electric chain-
fall were rigged to the anchor point. The electric chain-fall fell from the ceiling and 
impacted the individual on his head and left forearm. It appears that the anchor point was 
never installed correctly and was not inspected prior to use. An HA was written for this 
job, however it was not present at the job-site or issued with the work order to perform 
the work. The HA required the use of a hard hat, and to avoid locating one-self under a 
suspended load. A full review of the work planning process is currently underway. This 
case is a DART. 

 Division Category Case Date 
Date 

Entered Recordable Rx 
Medical ESH 

 ODD LDD ODD LDD 
 FE FNAL 08/11/2015 08/12/2015 N  0 0 0 0  
 Medical Comments:  Employee had just went through security checkpoint when he felt a bee 
sting on lower left back. Unloaded truck, came to medical where he received first aid. 
ESH Comments: 

 
 
Claims Pending: 
None 
 
Vehicle Accidents: 
None 
 
ORPS/Incidents/Notices of Violations: 
None 



 

 
 
 
 
 
 
 
 

 
 
 
 

 



 

 
 
 
 
 
 
 

 


